
Installationsanleitung 19“ 5HE KombiMODUL
Installation guide 19“ 5U CombiMODULE
Instructions de montage 19“ 5U CombiMODULE

070.0277
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KombiMODUL links / CombiMODULE left

021.4594

KombiMODUL rechts / CombiMODULE right

021.4593

SpleissMODUL links / SpliceMODULE

021.4595
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A – Schrank- & Wandmontage / Rack and wall mount

A1

021.4620 / 021.3249

A2

021.4620

A3

021.4620 / 021.4623 / 021.4624

A4

021.4621 / 021.3252 

A5

021.4619

Max.
48 mm

!

A6

021.4625 / 021.4627

Wandmontage / Wall mount (Optional / Optional)Optional / Optional
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B – Montage Patcheinschub / Mounting patch insert

B1

021.4607 / 021.1537

60 cm

B2

021.4604 / 021.4605
1

2

B3

021.4606

«click»

B4

021.4608 / 021.4609

B5

021.4608

B6

021.4610

«click»
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C – Kabeleinführung / Cable entry

C1

10 mm 2300 mm

C2

50 mm 2300 mm

2 x

2 x

50 mm

10 mm

021.4614 / 021.4612 / 021.4615

021.4613 / 021.4611 / 021.4612
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D – Faserführung / Fiber routing

D1

021.4616

D3

021.4598

D5

021.4599

D2

021.4616

D4

021.4598

D6

021.4599

Ablage Reserve Fasern / Storage unused fibers Ablage Reserve Fasern / Storage unused fibers
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E – SxM Spleisskassetten – Montage & Bezeichnung / SxM Splice trays – Mounting & marking

021.2508 / 021.2510

0212509 / 021.2510

021.2507

1

2 2

021.2422

1-24 SE
1-48 SC

Blau / Blue
Grün / Green
Rot / Red
Gelb / Yellow

021.2419 / 021.2420 / 021.2421

SC

SE-x

E1

SC + SE-x

021.2507

E2

E3

SC + SE-x

E4

E5 E6
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F5

021.2516

F6

021.2517.1

F – Fasermanagement Spleisskassetten / Gestion de fibres Cassettes dˈépissure

F1

021.2512

F2

021.2513

F3

021.2514

F4

021.2515
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F11

021.2520

F12

021.2521

13
50

 m
m

 F
as

er
lä

ng
e 

13
50

 m
m

 F
ib

er
 le

ng
th

021.2517

F7 F8

021.2518

3

2

1

F9

021.2517.1

F10

021.2519
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Splitter SplitterF17

021.2536 021.2536

Splitter SplitterF15

021.2534

F16

021.2534

SC

Heatshrink

021.2522 / 021.2526 / 021.2526

SE-x

Heatshrink
3 x 8

ANT
2 x 12

F14

021.2523 / 021.2524 / 021.2525

1
2
3
4
5
6

F13

F18
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021.2610 021.1668 / 021.1669 / 021.1670 / 021.1671 / 021.1672 

12 x E-2000TM

        Compact

12 x LC Duplex

24 x LC Duplex

12 x SCRJ

24 x SC-Simplex

G – Betrieb & Unterhalt / Service & maintenance

G1

1

2

1

2

Blindabdeckung / Blind cover G2 Max. 6 Patch Einschübe / Max. 6 patch inserts

090.6662 / 090.6666

1HE/1U Splitter 
Max. 2:32

1HE/1U CWDM 
Max. 16 Kanal/Chanel

Splitter & xWDM Einschübe (1HE – 3HE) / 
Splitter & xWDM inserts (1U – 3U)

G3

021.3250

Nummerierung Patch Einschübe /
Numbering patch inserts

G4

070.0275 / 021.3225

G5 Unterhalt / Service

1

2

G6 Unterhalt / Service

070.0275 / 021.3224

«click»
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Headquarters

Switzerland
Reichle & De-Massari AG
Binzstrasse 32
CHE-8620 Wetzikon
Telephone HQ +41 (0)44 933 81 11
Telefax HQ +41 (0)44 930 49 41
E-Mail hq@rdm.com

www.rdm.com

Notizen / Notes


