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Installationsanleitung FO Field LC Pigtail
Installation guide FO Field LC Pigtail
Instructions de montage FO Field LC Pigtail

A – Preparation / Vorbereitung

021.5004 / 021.5005

A1

021.5006 / 021.5007

A2FO Field LC Kontrolle / Control

021.3017 / 021.3150 / 021.5008

Prüfmittel / Testing equipment

Multimode - R813284
Singlemode - R813285

Adapter & Red 
Light Source 
R504313

Adapter 
1.25mm & 
2.5mm
R823872

021.5009

A4

B – Assemblierung / Assembling

021.2697

B1 B2

>30mm

Fiber Vorbereitung / fiber preparation

021.3151 / 021.3152 / 090.7163
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021.3154

B3 Faser zurück stossen / Push fiber back

021.5010

B4 Optional

Faserklemmwerkzeug R812786 / 
Fiber Fixation Tool R812786

~ 150 mm

021.5012

B6

021.5011

B7

021.5011

B8

021.5003 / 021.5004 /  030.5997

B5 Cleaven / Cleave

15.5 mm
Faserbiegung nach unten ablegen /
fiber bending downwards
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021.5013

B9

«click»

«drücken / press»

021.5014

B10 Kontrolle / Control

021.5015

B11

Parallel

021.5017

B12

021.5018

B13

021.5019

B14

Stecker vor Gebrauch reinigen /
Clean plug before use

2

1



Please note:
This guide shows the best practices for installation ONLY. R&M expressly disclaims all liability for any damage to material, equipment, 
and for any injury or death. Legal health and safety regulations should have priority over best practices as shown in this guide. R&M 
does not guarantee this guide to be free of  errors. Products included may vary from products shown. Please exercise caution.
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021.5018

021.5017 021.5021

Parallel

021.5016 / 021.5007
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C1

C – Demontage / Disassembly

C2

C3 C4

C5


