
Installationsanleitung Netscale Splice Tray
Installation guide Netscale Splice Tray
Instructions de montage Netscale Splice Tray
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Fasern schneiden / Cut fibersSpleisshalter montieren / Mount splice holder
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E – Zubehör / Accessories

«press & click»

Spleissen / Splicing Deckel montieren / Mount cover

021.5580021.5578

Splice Holder / Spleisshalter 
ANT (12er)

Splice Holder / Spleisshalte 
HS (12er)

ACS  
Rear

ACS  
Left and Right

FO Mount Set  
NW7



Please note:
This guide shows the best practices for installation ONLY. R&M expressly disclaims all liability for any damage to material, equipment, 
and for any injury or death. Legal health and safety regulations should have priority over best practices as shown in this guide. R&M 
does not guarantee this guide to be free of  errors. Products included may vary from products shown. Please exercise caution.
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F – Installation Schutzrohr / Installation of protective tube
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F1

F2

Seitliche Zuführung / Side Entry

Rückseitige Zuführung / Rear Entry

ca. 65mm

ca. 65mm


