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Installation guide Netscale Module without RCM
Installationsanleitung Netscale Modul ohne RCM 
Instructions de montage Netscale Module without RCM
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Headquarters

Switzerland
Reichle & De-Massari AG
Binzstrasse 32
CHE-8620 Wetzikon
Telephone HQ +41 (0)44 933 81 11
Telefax HQ +41 (0)44 930 49 41
E-Mail hq@rdm.com

www.rdm.com
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Optional

Cassette release

J8

12 Port

12 Port

12 Port

18 Port

18 Port

18 Port
Top Adapter
Mid Adapter
Bottom Adapter

Top Adapter

Bottom Adapter
Type S Module:

Type A Module:

A Polarity
Use A
Trunks

B Polarity
Use B
Trunks

A Polarity
Use A
Trunks


